SEB 2nd Floor Lighting Bypass Switch Locations

LIGHTING KEY
- OCCUPANCY SENSOR WITH SWITCH
- FULL TIME SWITCH
- LIGHTING CONTROL CIRCUITS, NO SWITCH
- LAB, LIGHTING CONTROL
  ON 7:00 AM, OFF 6:00 PM, 2 HOUR BYPASS
- LAB, LIGHTING CONTROL
  ON 7:00 AM, OFF 6:00 PM, 2 HOUR BYPASS
- LAB, LIGHTING CONTROL
  ON 7:00 AM, OFF 6:00 PM, 2 HOUR BYPASS
- LAB & ADMIN OFFICE, LIGHTING CONTROL
  ON 7:30 AM, OFF 5:30 PM, 2 HOUR BYPASS

REVISED 07/05/13, by Eric Knight